Abstract: Distributed generators (DG) using renewable energy sources (RESs) have been attracting special attention within distribution systems. However, a large amount of DG penetration causes voltage deviation and reverse power flow in the smart grid. Therefore, the smart grid needs a solution for voltage control, power flow control and power outage prevention. This paper proposes a decision technique of optimal reference scheduling for a battery energy storage system (BESS), inverters interfacing with a DG and voltage control devices for optimal operation. Moreover, the reconfiguration of the distribution system is made possible by the installation of a loop power flow controller (LPC). Two separate simulations are provided to maintain the reliability in the stable power supply and economical aspects. First, the effectiveness of the smart grid with installed BESS or LPC devices is demonstrated in fault situations. Second, the active smart grid using LCPs is proposed. Real-time techniques of the dual scheduling algorithm are applied to the system. The aforementioned control objective is formulated and solved using the particle swarm optimization (PSO) algorithm with an adaptive inertia weight (AIW) function. The effectiveness of the optimal operation in ordinal and fault situations is verified by numerical simulations.
utilization of electric vehicle (EV) batteries also has been studied [12, 15] . Those forms of power storage can compensate for the fluctuating power outputs of RES generators; moreover, these are also valid for fluctuations with higher frequencies.
Recent technology has been developing regarding BESS performance, such as enabling a longer life time and a huge capacity, a reduction of the cost, loss reduction and improvement of the power conversion efficiency. The BESS is expected as a method for the continuation of the power supply even when a fault has occurred in the distribution line [16] . Moreover, Karan et al. [17] presented a method of islanding utilizing different types of DGs. On the other hand, a loop power flow controller (LPC) is expected as a method to avoid outages occurring during disconnection accidents [18] . Most distribution networks comprise a radial network configuration [11, [19] [20] [21] . Once any line in the distribution system is broken, the area after the fault point will not be supplied with power. However, this network can be viewed as a mesh distribution system by installing an LPC device. For this reason, the installation of an LPC achieves an augmented voltage stability. The problems of voltage deviation, reverse power flow and frequency fluctuations are solved by using smart grid technology and optimization or management techniques; however, a detailed simulation, such as that of a whole day operation, and fault analysis have not been captured simultaneously in the above-mentioned literature.
In this paper, three simulation cases are provided for the assessment of the performance of BESSs and LPCs as follows:
• Case 1: BESS management is provided; the simulation can be divided into two operation modes.
One operation is the normal operation, which is optimized from the loss reduction aspects.
The second mode provides continuous power supply in a disconnected fault situation.
• Case 2: An LPC reconfiguration system is proven to supply energy in an outage. In terms of a fault, electrical power is supplied from the installed DGs, and an optimized reconfiguration is demonstrated in some configurations.
• Case 3: The smart grid with the adopted LPC can be seen as an active smart grid system; the active smart grid is reconstituted in order to minimize distribution losses in real time.
The optimization method of adaptive inertia weight particle swarm optimization (AIWPSO) is applied to all cases. The meta-heuristics method is able to simply extend a model and variables. In the simulation Cases 2 and 3, it is a conclusive combinatorial problem (i.e., N P-hard problem) for LPC configurations. The AIWPSO is a powerful method for complex problems, such as N P-hard problems. Furthermore, the dual scheme optimization algorithm is included for the decision making of the reconfiguration of the active smart grid.
Hence, the main contributions of this work are as follows: BESS management is advanced by two mode simulation. Furthermore, case studies are provided as the choices of the system design for BESS or LPC in fault situations. The active smart grid with a real-time reconfiguration is enabled to make a mesh distribution system from a radial system. It achieves a high reliability and stable power supply. In the optimization method, a modified meta-heuristics optimization method and dual scheduling method are used to solve complex problems and can also determine an optimal schedule for the system operator.
The remainder of this paper is structured as follows: Section 2 explains the control objective, and the control devices and methodology are described in Section 3. Section 4 provides the optimization method for optimal scheduling of the distribution network. In the simulation results of Section 5, the effectiveness of BESSs and LPCs is provided by detailed case studies. Finally, this paper is concluded in Section 6.
Reliability and Stable Power Supply
The system operator must maintain the power quality for a reliable and stable power supply. In this paper, the three main points of focus are a continuous power supply, voltage control and the prevention of reverse power flow towards the high voltage system. According to the electricity laws in Japan, the acceptable range of voltage at the residential consumer side must be within 101 ± 6 V. Generally, the distribution voltage is 6.6 kV for high-voltage distribution systems. When the load is heavy, up to a 6.5 V voltage drop can occur instantaneously. When the power flows from DGs to the system, a voltage rise up to 2 V may also occur. However, it is difficult to simulate a system for the entirety of a whole day using a very short time step (e.g., a few ms). Therefore, in order to consider steep voltage fluctuation, a strict voltage range is applied to the system. Therefore, the low voltage range is determined from 101.5 V (0.967 pu) to 105 V (1.0 pu) in this paper. Similarly, the voltage range of the upper distribution line from pole transformers should be maintained within 6380 V (0.968 pu) to 6600 V (1.0 pu), as well as the low voltage area [11, 22] . This range can compensate for short-term voltage changes in spite of the one hour simulation time step.
On the other hand, it is also necessary to set the interconnection power flow to an acceptable range. Moreover, it is known that a large active power flow causes an increase of distribution losses. Therefore, the active power flow must be kept low [12, [23] [24] [25] in order to reduce distribution losses.
Control Devices and Configuration

LRT and SVRs
Generally, in order to prevent power system problems, many control devices are installed. As a conventional method, voltage deviation has been handled by using LRT and SVR devices. These devices can control the node voltage by changing the tap positions. It is important to note that tap positions are discrete variables [22] . The allocations of SVRs are optimized in this paper. In order to treat the optimal placement problem, the placement value is coded as a binary string. The optimization problem includes combinatorial problems (CP); therefore, PSO is used for optimization, because the method makes it possible to extend the variables and configuration in the distribution system.
BESS
It is desirable for BESS installation to suppress a large variation of active and reactive power flow at the interconnection point. Furthermore, a large BESS is installed at the end of the distribution line as a back up source. Active and reactive power from the BESS are used to increase system reliability, especially when a disconnection fault occurs. In the ordinal situation, these BESSs are managed to reduce distribution losses. The active and reactive power output control system for the BESSs is shown in Figure 1 . In this paper, the BESS is assumed to have NAS batteries. Figure 1 . BESS control system.
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In this paper, the DGs considered are based on PV generators, which are the most popular in smart houses. PV output is controlled using the MPPT algorithm because the PV output may be changed by the weather conditions. It is also known that the maximum power output point characteristic fluctuates from moment to moment. Otherwise, the reactive power outputs from the inverters interfacing with the DGs are used to control the distribution system voltage as a cooperative operation. It is unnecessary to install additional control devices when using the PV inverter margin. Thus, the limit of the reactive power supply depends on the PV active power output [11] . The reactive power control scheme is shown in Figure 2 . 
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LPC
The LPC can restructure the distribution system to a mesh or loop configuration by using an opened switch, which can connect one node to other node. In this paper, the LPC modeling method is achieved with the admittance matrix, which is also the overall distribution system. The effectiveness of LPC is first demonstrated in fault simulation. On the other hand, it can also be expected to enable loss reduction via the active smart grid system. The active smart grid system is reconstructed using multiple LPCs [18] .
Home BESS
It is assumed that the house BESSs are installed in all customer homes for Cases 2 and 3 of the simulation. This installation is applied for demand response (DR). Generally, with DR, megawatt (saved energy) trading is provided in the day-ahead electricity market [26] . However, it is only considered as power consumption. It is desirable to use reactive power control to maintain the node voltage. In addition to the cooperative operation of PV inverters, reactive power DR by home BESS is proposed in this paper.
Formulation of the Modeling and Optimization Method
The following section describes the decision technique for the LRT, the reactive power control values using inverters interfaced with the DGs and the large capacity and house BESSs; the objective function and constraints are described in this section [11] .
Modeling of the Distribution System
In this paper, the Newton-Raphson method is used for power flow calculations. The power balance equations are described in Equations (1)- (4) .
(1)
Active power loss can be determined as Equation (5).
The Objective Function and Constraints
The objective function of this optimization problem is aimed at minimizing distribution losses and guaranteeing distribution quality. It can be formulated as follows:
Equation (6) represents the minimization of distribution losses as a function of BESS active and reactive powers, photovoltaic reactive power, home BESS reactive power and LRT and SVR tap positions, respectively. This objective function is used for all cases and all operation modes.
Equations (7)- (9) represent technical constraints; these are the voltage constraints of the distribution system, the active power flow constraints and the reactive power constraints, respectively. The bandwidth of the voltage and active power flow have already been mentioned in Section 2.
These are the constraints of the large capacity BESS inverter, considering the charging and discharging losses of the BESS for each power constraint and the SOC constraints to suppress rapid degradation of the BESS, as shown in Equations (10)- (12), respectively.
The PV inverter capacity used for cooperative operations can be described as Equation (13) . The constraints of the cooperative operation of reactive power from the home BESSs is determined as shown in Equation (14) . In this paper, the active power of the home BESSs is not injected into the smart grid in order to secure usage for the homes.
This constraint of Equation (15) relates to the LRT's and the SVR's tap position constraints.
Adaptive Inertia Weight PSO Method for the Decision Making of the Optimal Operation Schedule
There are many methods to solve optimization problems. Among these, the PSO method was selected to solve the power system optimization problem [27, 28] . This meta-heuristics method is known for its feature of having a simple algorithm and high extendibility. For this reason, this method is applied to many problems. Moreover, it is applied to nonlinear problems, such as the complex power system optimization problem. In this paper, a modified PSO method is demonstrated for finding a solution of the mentioned problem, including CP. The conventional PSO and adaptive inertia weight (AIW) function are provided in the following section.
Particle Swarm Optimization
The PSO is modeled after the actions that flocks of birds perform to find the path to food through cooperation. By these actions, the search space becomes very wide, and it becomes easy to find a global optimization value. The PSO algorithm is as follows:
Step 1: Generate an initial searching point for each swarm.
Step 2: Evaluate the objective function using each swarm's searching point.
Step 3: Finish searching if the stopping conditions are satisfied. If not, go to Step 4.
Step 4: Search the next point considering the best of the current swarm's searching points, as well as each swarm's best searching point. Go to Step 2.
The searching algorithm communicates information about the best positions to all swarms, and each continues updating its own positions and velocities until searching is finished. The action is given by the following equations:
Equations (16) and (17) represent the updating of the velocity and search position, respectively.
Flexible Inertia Strategy of PSO
Generally, the PSO weight is determined at the first step in the initialization. The searching area and accuracy of solutions depend on the best local solutions and the weight function. In order to improve and expand the searching area and increase the accuracy of the solution, an AIW function is applied to the PSO algorithm as a flexible inertia strategy. The AIW function is given by Equations (18) and (19):
Swarm acceleration is adjusted by the adaptive inertia function. As the objective function value improves, the AIW value becomes smaller. This way, the AIW function helps to find a more accurate solution than the conventional PSO method.
Scheduling Method for Reconfiguration
An optimized schedule will help the system operator maintain system security. In order to evaluate the system and make an optimal schedule, the one day-ahead scheduling method is applied from previous studies [11] . It is more desirable that the optimized operation schedule for a 24-h period is calculated in one optimization iteration. However, considering a realistic model and a multitude of variables, the 24-h calculation becomes a heavy load for the computer. Furthermore, the aforementioned problem includes a CP (i.e., the LPC reconfiguration). In order to solve this difficulty, much of the literature applies a scheduling method for one hour-ahead scheduling. This algorithm makes an optimal schedule at a given time period; usually, this time period is one hour. After making the one period scheduling, this algorithm will run at the next period to optimize and update the schedule. Thus, the solution is optimal for the chosen target period. This system might not optimize the schedule for a full day term. The scheduling method is dependent on a previous step in time, if the algorithm holds two candidate solutions, only one is the best solution in the target period. The other solution is often compromised only by a small amount in comparison to the best solution. Naturally, the conventional scheduling method choice is often the best solution; however, a compromise solution may lead to a better solution for the full day in the long run. This is because the conventional process uses only target period information.
Therefore, this paper proposes a new method, which is a form of dual scheduling. A conceptual diagram of the method is shown in Figure 3 . This method uses two schemes, the conventional one hour scheduling method (SC1) and a once-every-two-hour scheduling method (SC2), simultaneously. It is difficult to achieve convergence using only SC1, because the previous values of the variables for the target period might not be good even if the solution has been optimized at a previous period. Moreover, the SC1 method often leads to over control and unnecessary operations. A dual scheduling method can compensate these problems. It can increase the likelihood of convergence, and it will avoid over control. 
Simulation Results
Simulation Model
In this research, a common type of radial distribution system is used, as shown in Figure 4 , in order to verify the effects of the BESS and the active smart grid system. Each system model is represented as shown in the section of the case studies. PV generation systems are installed for more than half of the customers: the simulated output of one of these is shown in Figure 5a . In order to simplify the analysis, the forecast error of PV output and load demand is not assumed. The customers comprise two areas. One of these areas is a residential area; the other is an office area. Their load usage is completely different, as shown in Figure 5b . A high penetration of DGs is assumed in this research.
From these loads and the amount of PV output, voltage deviation and reverse power flow are caused without control. The BESS capacity standard is shown in Three cases are demonstrated to confirm the effectiveness of the BESS and the active smart grid system using an LPC as a case study. The simulation conditions of the case study are summarized in Table 2 and as follows:
Case 1: BESS 1 is installed at the interconnection point to protect the upper high voltage system from reverse power flow. BESS 2 is installed in a branched office area as an emergency energy storage. In this case, BESS management is simulated in two modes of operation: operation Mode 1 is normal operation without a fault. On the other hand, when a disconnection fault occurs in the office area of Figure 6 , islanding is applied by using BESS 2 as a power supply. shown in Figure 9 and 10, respectively. The comparison of active smart grid is presented as Figure 11 , 12, and Table 3 . To note this case, LPCs run only in fault conditions. Case 3: The six LPCs are installed in the smart grid system as shown in Figure 13 . Case 3 is different from Case 2 in that the system configuration will be changed in real time as a one-hour step. A reconfiguration operation of the active smart grid is optimized to minimize distribution losses. In order to solve the complex optimization including CP, a dual scheduling method is applied to the system.
The optimal operations of all case studies are solved with the AIWPSO method. 
Case Studies
Case 1: BESSs Management
In Case 1, first, the optimal schedule is made using the optimization method without a fault occurrence. The result is shown in Figure 7 . From Figure 7c ,d, these values represent active and reactive power flow at the interconnection point, respectively. It can be confirmed that there is a violation of the upper and lower bounds. However, in the optimized operation of normal mode without a fault, all node voltages, active power flow and reactive power flow are suppressed and kept within the proper ranges. From the voltage results of Figure 7a , the voltage is maintained in order to compensate instant DG output changes. The results prove an effective operation schedule in the normal operation mode.
The second operation is shown in Figure 8 . The result of operation Mode 1 shows the minimum SOC of the BESS at 11 o'clock in Figure 7f . In order to consider strict conditions, a disconnection accident of the distribution line occurs at 11 o'clock, and the fault continues for 3 h. The disconnection accident occurs between Nodes 14 and 31. During the fault, the office area is disconnected from the main distribution line, and power is supplied by BESS 2 as an emergency source assuming isolated operation. The fault simulation result of Case 1 is shown in Figure 8 . From the results, it can be confirmed that all values and constraints are maintained within the proper range. Especially, node voltages are representative of the prevention of local outages in the office area. Moreover, it has been made possible to supply energy by using BESS 2 and PV output without changes in load demand consumption for the isolated operation term. The reactive power of BESSs 1 and 2 and the PV inverter output are used for voltage control. Tap control of LRT and SVR is also provided for voltage control. It was possible to avoid reverse power flow, as seen in Figure 8d . Power output from BESS P B1 , P B2
[pu] However, the disadvantage of the BESS is that if a disconnected area does not contain a BESS, it is impossible to respond to a disconnection fault. Thus, in order to consider this, the next case simulation will be considered as a mesh smart grid configuration by using LPCs instead of the installation of BESSs. Power output from BESS P B1 , P B2
[pu] Reactive power output of BESS2 Q B2
[pu] 
Case 2: Prevention of Local Outage by LPC Operation
In this case, in order to verify an active smart grid system, LPCs are installed at each end-node as, shown in Figure 9 . These are placed between Nodes 16 and 24, 24 and 35 and 35 and 16. A disconnection fault occurs at either 11 or 14 o'clock and may happen between Nodes 12 and 21, 12 and 13 or 14 and 31. A total of 12 patterns for the active smart grid system is tested in the case study. Distribution losses of each case are written in Table 3 . One configuration example of the active smart grid system of Case 2 (i) is shown in Figure 10a from Table 3. The described configuration pattern is demonstrated by the AIWPSO method; the optimized distribution losses are listed in Table 3 . From the results, it can be confirmed that Case 2 (v) and Case 2 (xi) represent the minimum distribution losses of 438.5 (kWh) and 450.8 (kW) in active system fault, respectively. Moreover, each optimal operation of Case 2 (0) and Case 2 (v) are shown in Figures 11 and 12 , respectively. The conditions of Case 2 (0) are such that there is no fault, and the reconfiguration operation is not executed for comparison with other operations. Case 2 (0) operation can maintain all constraints. Furthermore, when a disconnection fault occurs between Hours 14-17 in Case 2 (v), it can be confirmed from the voltage values that power is safely supplied. In order to suppress the voltage deviation, reactive power output from the home BESS is used for demand response. Therefore, in the case of fault, continued operation without an outage can be achieved when the demand side is disconnected from the main distribution line connected using LPCs as an active smart grid system. On the other hand, from Table 3 , it can be seen that Case 2 (v) has smaller losses than those of Case 2 (0). Intuitively, regardless of the absence or occurrence of a fault, reconfiguration seems to be beneficial. This is further demonstrated in Case 3. 
Case 3: Optimal Active Smart Grid System Design Using LPCs
The prevention of power outage by using LPCs is discussed in Case 2. In this case, in order to search for an optimal operation schedule for the active smart grid system and to demonstrate effectiveness, the active smart grid shape will be changed each time step (e.g., 1, 2, · · · , 24) in real time. The active smart grid patterns are considered heptagonal shown in Figure 13 , and these distribution system operations are optimized through a period of 24 h. Some examples of active smart grid configurations and the result of fixed system configurations are shown in Figure 14 and Table 4 , and Case 3 (vi) represents the optimal operation in a fixed configuration of the smart grid for which the optimal scheduling is shown in Figure 15 . However, the optimal active smart grid shape is different for each hour, when the distribution system changed, as shown in Table 5 ; optimal operation is shown in Figure 16 , which achieves more than that of a fixed distribution line through one day of operation from a power loss reduction point of view.
The dual scheduling algorithm is applied to the Case 3 reconfiguration operation; when the algorithm is not applied to the optimization, convergence to a solution was not possible. Furthermore, the comparison of the results of the proposed optimization method is provided in Figure 17 . It can be seen that AIEPSO has a faster convergence and better objective function value than the convectional PSO method. Moreover, the computational calculation time of AIWPSO and PSO takes 21,322 (s) and 38,467 (s), respectively. The proposed method achieves a time savings of 44.6%. This leads to the reduction of both the calculation time and heavy loads. Table 4 . 
Conclusions
In this paper, the effectiveness of a BESS, an LPC and the reactive power control of DR with a home BESS is verified through case studies with high penetrations of DGs using PV and heavy loads. Reactive power control using a BESS and customer side cooperative operation increases the power quality and prevents voltage deviation. Moreover, the simulation of the fault conditions proves that it is possible to continue supplying energy during fault occurrences using emergency BESS or temporarily rebuilding the smart grid system with LPCs. From the results, the best smart grid design options of the BESS and LPCs are provided. Otherwise, the simulation of an active smart grid system using LPCs in ordinal conditions represents an optimal reconstruction of the system and the optimal operation of control devices. Minimum distribution losses are demonstrated by an active smart grid system in the case studies. The effectiveness of the dual scheduling algorithm and proposed AIWPSO are proven by numerical simulation data. 
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Nomenclature
AIW
C LB
Capacity of large BESS.
G ki
Real part of admittance Y ki . gbest Best position of the particle swarm. m i
Adjustment value of the inertia weight at generation h. n h
Particle number n at generation h. N node
Node number of the distribution system. P f
Active power flow at the interconnection point. P min f , P max f Lower and upper limit of the active power flow at the interconnection point. P G k Active power from the k node generator. P L k Load demand at the k node. P *
LBinv
Order value of the active power output of BESS from DisCo. P min LBinv , P max
Lower and upper limit of the active power of large BESS inverter.
P LB
Active power output of large BESS.
P Li
Distribution loss at node i. P Loss,i Active power loss of node i.
P PVinv
Active power output from the PV generator system. P PV Active power output from the PV panel. pbest Position of the current best particle.
Q DRm
Reactive power output of inverters interfaced with home BESS. Q min DRm , Q max
DRm
Lower and upper limit of the home battery inverter regarding reactive power output.
Q f
Reactive power flow at the interconnection point. 
Q LBinv
Reactive power output of large BESS. Q *
LBinv
Order value of the reactive power output of BESS from DisCo. Q min LBinv , Q max
Lower and upper limit of the reactive power output of large BESS inverter.
Q PVinv
Reactive power output of inverters interfaced with PV. Q *
PVinv
Order value of reactive power. Q min PVinv , Q max
Lower and upper limit of the PV inverter regarding reactive power output.
R ki
Resistance between node k and i. rand 1 Uniform random numbers from 0-1.
S h+1
Search position of the i-th particle in the h-th search.
S LBinv
Inverter capacity of large BESS.
S PVinv
Inverter capacity of the PV inverter. 
